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MUNICIPAL LINE

DOMESTIC WATER RINGMAN

 LEGEND:-

Design of Domestic water Supply system

Line Dia Length

From To (mm) (m)

U.G.T W1 150 41

W1 W2 150 13

W2 W3 50 2

W2 W4 150 6

W4 W5 50 31

W4 W6 150 11

W6 W7 25 377

W7 W8 20 12

W7 W9 20 49

W6 W10 150 18

W10 W11 40 21

W10 W12 100 47

W12 W13 50 16.5

W12 W14 100 40

W14 W15 50 17.5

W14 W16 100 27

W16 W17 50 31

W16 W18 50 42.5

W18 W19 50 22

50 21

W20 W21 50 4

W20 W22 50 65.5

W22 W23 40 7

W22 W24 40 38

W1 W25 65 56

W25 W26 20 4.5

W25 W20 65 131

W18 A W20a
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 LEGEND:-

DRINAGE LINE

RWH

Design of Surface drainage system (PIPE DRAIN)

S.No. Line No. Length Pipe Dia Slope GL(mm) IL(mm) Depth(m)

From To (m) (mm) 1 in Start End Start End Start End
1. D1 D2 27.5 400 370 210.15 210.15 209.15 209.08 1.000 1.074
2. D2 D3 13 400 370 210.15 210.15 209.08 209.04 1.074 1.109
3. D3 D4 33 400 370 210.15 210.15 209.04 208.95 1.109 1.199
4. D4 D5 31.5 400 370 210.15 210.15 208.95 208.87 1.199 1.284
5. D5 D6 25 400 370 210.15 210.15 208.87 208.80 1.284 1.351
6. D6 D7 25 400 370 210.15 210.15 208.80 208.73 1.351 1.419
7. D7 D8 26 400 370 210.15 210.15 208.73 208.66 1.419 1.489
8. D9 D10 29 400 370 210.15 210.15 209.15 209.07 1.000 1.078
9. D10 RW1 2 400 370 210.15 210.15 209.07 209.07 1.078 1.084
10. D10 D11 28.5 400 370 210.15 210.15 209.12 209.04 1.034 1.111
11. D11 D12 23.5 400 370 210.15 210.15 209.04 208.98 1.111 1.174
12. D12 D13 11.5 400 370 210.15 210.15 208.98 208.94 1.174 1.205
13. D13 RW2 3.5 400 370 210.15 210.15 208.94 208.94 1.205 1.215
14. D13 D14 36.5 400 370 210.15 210.15 208.99 208.89 1.165 1.264
15. D14 D15 26.5 400 370 210.15 210.15 208.89 208.81 1.264 1.335
16. D15 D16 24 400 370 210.15 210.15 208.81 208.75 1.335 1.400
17. D16 D17 25 400 370 210.15 210.15 208.75 208.68 1.400 1.468
18. D17 D18 25 400 370 210.15 210.15 208.68 208.61 1.468 1.535
19. D18 RW3 1 400 370 210.15 210.15 208.61 208.61 1.535 1.538
20. D18 D19 26.5 400 370 210.15 210.15 208.71 208.64 1.438 1.509
21. D19 D20 24 400 370 210.15 210.15 208.64 208.58 1.509 1.574
22. D20 RW4 1 400 370 210.15 210.15 208.58 208.57 1.574 1.577
22. D20 D21 37 400 370 210.15 210.15 208.67 208.57 1.477 1.577
23. D21 D21a 36 400 370 210.15 210.15 208.57 208.48 1.577 1.674
24. D21a D22 28 400 370 210.15 210.15 208.48 208.40 1.674 1.750
25. D22 D8 34 400 370 210.15 210.15 208.40 208.31 1.750 1.842
26. D8 D9 59 400 370 210.15 210.15 208.31 208.15 1.842 2.001
27. D23 D24 16 400 370 210.15 210.15 209.15 209.11 1.000 1.043
28. D24 RW5 2 400 370 210.15 210.15 209.11 209.10 1.043 1.049
29. D24 D25 17 400 370 210.15 210.15 209.15 209.11 0.999 1.045
30. D25 D26 17.5 400 370 210.15 210.15 209.11 209.06 1.045 1.092
31. D26 RW6 1.5 400 370 210.15 210.15 209.06 209.05 1.092 1.096
32. D26 D27 21 400 370 210.15 210.15 209.10 209.05 1.046 1.103
33. D27 D28 19 400 370 210.15 210.15 209.05 209.00 1.103 1.154
34. D28 D29 31 400 370 210.15 210.15 209.00 208.91 1.154 1.238
35. D29 RW7 1.5 400 370 210.15 210.15 208.91 208.91 1.238 1.242
36. D29 D30 29.5 400 370 210.15 210.15 208.98 208.90 1.167 1.247
37. D30 RW8 2 400 370 210.15 210.15 208.90 208.90 1.247 1.252
38. D30 D31 18 400 370 210.15 210.15 209.00 208.95 1.152 1.201
39. D31 D32 14 400 370 210.15 210.15 208.95 208.91 1.201 1.239
40. D32 D33 20 400 370 210.15 210.15 208.91 208.86 1.239 1.293
41. D33 D34 22 400 370 210.15 210.15 208.86 208.80 1.293 1.352
42. D34 RW9 1.5 400 370 210.15 210.15 208.80 208.79 1.352 1.356
43. D34 D35 31 400 370 210.15 210.15 208.90 208.81 1.252 1.336
44. D35 RW10 3 400 370 210.15 210.15 208.81 208.81 1.336 1.344
45. D35 D36 39.5 400 370 210.15 210.15 208.91 208.80 1.244 1.351
46. D36 RW11 2 400 370 210.15 210.15 208.80 208.79 1.351 1.356
47. D36 D37 40 400 370 210.15 210.15 208.89 208.79 1.256 1.364
48. D37 D9 28 400 370 210.15 210.15 208.79 208.71 1.364 1.440
49. D9 O.FLOW 10 400 370 210.15 210.15 208.25 208.22 1.901 1.928
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FLUSHING WATER RINGMAN

IRRIGATION LINE

GARDEN HYDRANT GH

 LEGEND:-

Design of Flushing water Supply system

Line Dia Length

From To (mm) (m)

F1 F2 100 44.0

,G F3 40 68.0

F2 F4 100 28.0

F4 F5 40 15.0

F4 F6 100 85.0

F6 F7 40 65.0

F6 F8 100 44.0

F8 F9 40 70.0

F8 F10 80 56.0

F10 F11 40 20.0

F10 F12 65 95.0

F12 F13 25 45.0

F13 F14 20 52.0

F13 F15 20 45.0

F12 F16 65 100.0

F16 F17 50 26.0

50 100.0

F18 F19 50 60.0

F25 F18 50 85.0

F25 F26 20 40.0

F20 F25 65 80.0

F20 F21 65 10.0

F20 F22 50 100.0

F22 F23 40 26.0

F23 F24 40 40.0

F2 F20 80 10.0

F16a F18a
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