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Amarah Street Light Concept Plan
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SEWAGE TREATMENT PLANT
CAPACITY : 1110 KLD

(to be installed in 3 modules of 370 KLD each)
APPROX AREA REQUIRED : 670 m2

CLEAR HEIGHT REQUIRED : 6.5 m (Below Beam)
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EXTERNAL LIGHTING FP - 2

66
90

EXTERNAL LIGHTING FP - 1

EXTERNAL LIGHTING FP - 3

NOS.FIXTURE TYPESYMBOL

144SLP POLE LIGHT WITH SINGLE LIGHT
FIXTURE

WATTAGE
MOUNTING HEIGHT

(in metres)

POLE HEIGHT 4.5M
25 W LED

LEGEND :-

FEEDER PILLAR 03

87//6
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ENTRY TO PODIUM

ROAD IN SLOPE

1 No. 1010 KVA DG SET

DAY OIL TANK

(33 / 11 KV)
3 VCB PANEL

(33 OR 11 / 0.433 KV)
(DUAL WINDING)
1 No. 2000 KVA T/F

(33 / 11 KV)
4 VCB PANEL

(33 OR 11 / 0.433 KV)
(DUAL WINDING)
2 Nos. 1600 KVA T/F
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DAY OIL TANK

ALL DG EXHAUST PIPE RUN UP TO THE TERRACE
WITH CLAMPING SUPPORT OVER WALL

DG EXHAUST PIPE SHALL RUN FROM
FIRST FLOOR ROOF LEVEL

1 nos. DG Exhaust pipe of 350 mm Ø (ID) 500 mm Ø (OD) &
1 nos. DG Exhaust pipe of 300 mm Ø (ID) 450 mm Ø (OD)
 with 75 mm Insulation all around.

2 nos. DG Exhaust pipe of 400 mm Ø (ID) 550 mm Ø (OD)
 with 75 mm Insulation all around.

DG EXHAUST PIPE SHALL RUN FROM
FIRST FLOOR ROOF LEVEL

ALL DG EXHAUST PIPE RUN UP TO THE TERRACE
WITH CLAMPING SUPPORT OVER WALL

MAIN COMMON SERVICES

MAIN LT PANEL
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DG EXHAUST PIPE SHALL RUN FROM
FIRST FLOOR ROOF LEVEL

2 nos. DG Exhaust pipe of 400 mm Ø (ID) 550 mm Ø (OD)
 with 75 mm Insulation all around. ALL DG EXHAUST PIPE RUN UP TO THE TERRACE

WITH CLAMPING SUPPORT OVER WALL
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